
IS ENCOUNTERED AT SEVEN FEET OR LESS.

NOTE: HYDRANT DRAIN SHALL BE PLUGGED IF GROUND WATER

MIN. AS ORDERED

TYPICAL HYDRANT DETAIL

DETAIL CLASS.: STANDARD

CENTRAL HOOKSETT WATER PRECINCTLEGEND SYMBOL
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 DESIGNED BY

 CHECKED BY

 DRAWN BY

JAN. 10, 1994

NONE

 DETAIL NO.

 LAST REVISION

 SCALE

VALVE BOX W/BASE

4-3/4" TIE RODS WITH

VALVE

6" GATE

6" DIA. PIPE

"DUC LUGS" (TYP)

CLASS "C" CONCRETE

TEE AND WATER MAIN

TEE THRUST BLOCK

FINISHED GRADE

AS ORDERED

TYP A-4
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